120VAC line voltage supply

to CGS Merlin Panel
12-14AWG 3/4” COND.
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120VAC from CGS
Merlin Panel
12-14AWG 3/4” COND.

Red (+) Black (-) Blue (IN)
12VDC Supply Voltage from

Merlin Panel
18-22AWG
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