CGSEBOTW INTO BOILER SAFETY CIRCUIT

MULTIPLE PANIC BUTTONS

Wire in series as shown. BOILER SAFETY CIRCUIT
Locate outside of each entrance HIGH GAS LOUVRE PROVING
. PRESSURE SWITCH SWITCH
per CSD-1 Requirements. oNe 0,0
é AUX DRY IN LINE DEVICE WITH THE
CONTACT BOILER SAFETY CIRCUIT
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CGSEBOTW INTO BOILER SAFETY CIRCUIT

MULTIPLE PANIC BUTTONS VOLT-FREE DRY CONTACT
Wire in series as shown 2-WIRE
18-22 AWG
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BOILER SAFETY CIRCUIT
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AUX DRY IN LINE DEVICE WITH THE

[F‘J CONTACT BOILER SAFETY CIRCUIT
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HIGH GAS LOUVRE PROVING
PRESSURE SWITCH SWITCH
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